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251 LBS/HR
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NORMAL = 2.828 LBS/HR AT 150 PSIG AND 377°F
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160# SUPERHEATED STEAM
TO THE EXISTING

NO. 1 AND NO. 2 EVAP
STEAM EJECTORS
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DESIGN = 3,349 LBS/HR AT 150 PSIG AND 500°F
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1. LENGTH OF STRAIGHT UPSTREAM PIPE =
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LENGTH OF STRAIGHT DOWN STREAM PIPE =
13.2 FT.

MINIMUM DISTANCE REQUIRED TGO THE
TEMPERATURE SENSOR = 26.3 FT (THIS
PIPING S

DOES NOT HAVE TG, BE STRAIGHTI.
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DESUPERHEATER
MFR = COPES—-VULCAN
MODEL = 3/3" VAD

CLASS = ANSI 300

BODY = A106 GRADE B CARBON STEEL
MOUNTING CONNECTION = 3“ FLANGED
ANS1 300 SERRATED RF

COOLANT CONN = .5"” SCH 80
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TWO DRIP LEGS WiTH TRAPS WILL
BE REQUIRED FOR THE DESUPERHEATED
STEAM PIPING.

DIRECT CONDENSATE DRAINS AWAY FROM

PERSONNEL AND EQUIPMENT.

7. THE PIPING DRAWINGS WILL
ARRANGEMENT AND LOCATION

’

SHOW THE
OF EACH

STEAM TRAP STATION.

8. THE DESUPERHEATER WATER SUPPLY
SYSTEM 1S PROTECTED BY A 650 PSIG
RELIEF VALVE
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150 LB DESUPERHEATED STEAM ~
T THE RELOCATED EXISTING

(5160-4A-108 ———{ CTE-24MF 3004

HOG EJECTOR

150 LB DESUPERHEATED STEAM
TO THE NEW NO. 2 EVAP.
STEAM EJECTORS
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160%# DESUPERHEATED
STEAM T8 THE NEW
NO. 1 EVAP. STEAM
EJECTORS
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2 SET EVAPORATORS-.

EJECTOR DESUPERHEATER

M24-0142

SEE NOTE 1-4

DESIGN = 3,600 LBS/HR AT 150 PSIG AND 377°F
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